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PE-33 2
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SHEET NOTES:

INSTALL (5) LOW VOLTAGE MOMENTARY CONTACT
SWITCHES TO CONTROL THE FOLLOWING CIRCUITS:

19

23

27d

29e

29f

RUN (6) #18 AWG LOW VOLTGAE WIRES TO LIGHTING
CONTROL PANEL "LCP"

WAITING AREA INDIRECTS

WAITING AREA INDIRECTS

WATING AREA WALL WASHERS

CORRIDOR LIGHTING

CORRIDOR LIGHTING

1

RUN CIRCUITS HOME TO PANEL "PE" VIA RELAYS IN

LIGHTING CONTROL PANEL "LCP" SEE DETAIL 2/E0.1.
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